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Use when applicable.  Add to SSP 20-600.

BACKFLOW PREVENTER ASSEMBLIES

Backflow preventers shall conform to the provisions in Section 20‑2.25, "Backflow Preventers," of the Standard Specifications and these special provisions.

2*.  Edit as required.

Pressure loss through the backflow preventers shall not exceed the following:

BACKFLOW PREVENTER SIZE

(millimeters {inches})
FLOW RATE

Liters {Gallons} 

per minute
PRESSURE LOSS

kPa {psi}
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Backflow preventer assemblies shall be painted with a minimum of 2 applications of a commercial quality enamel paint.  The color of the paint shall be light brown.

4.  Use when enclosures are required AND backflow preventer assembly enclosures are to be paid for as separate pay items.

When backflow preventer assembly enclosures are specified, the portland cement concrete pads for the enclosures will be paid for in conformance to the provisions in "Backflow Preventer Assembly Enclosures" of these special provisions.

