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USE WITH 2006 STANDARDS.

Add to SSP 20‑750.

Use for testing of NEW backflow preventers only.

Use SSP 20‑304 for testing existing backflow preventers.

TESTING NEW BACKFLOW PREVENTERS

New backflow preventers shall be tested for proper operation in conformance with the provisions in Section 20‑5.03J, "Check and Test Backflow Preventers," of the Standard Specifications and these special provisions.
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Tests for new backflow preventers shall be satisfactorily completed after installation and before operation of the irrigation systems.

3.  The last sentence of this Para may be deleted ONLY IF requested by Maintenance when a contract is 90 working days or less.

New backflow preventers shall be retested one year after the satisfactory completion of the previous test, and each year thereafter until the plant establishment period is completed.  An additional test shall be provided not more than 10 days prior to acceptance of the contract.

