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USE WITH 2006 STANDARDS.

Add to SSP 20‑600.

Add other sprinkler requirements not shown on the plans that are applicable.

SPRINKLERS

Sprinklers shall conform to the type, pattern, material, and operating characteristics listed in the "Sprinkler Schedule" shown on the plans.

2.  Use when Type III risers are required.

Flexible risers shall be ultraviolet (UV) resistant, brown in color and shall conform to the details shown on the plans.

3.  Use when a flow shutoff device is required.  Place an X in the Sprinkler Schedule column for flow shutoff device.  If a specific flow shutoff device is desired, add additional information as required.

Flow shutoff device on risers shall automatically and instantly stop the flow of water from a riser when the riser is broken on the downstream side of the device.  The flow shutoff device shall be installed as recommended by the manufacturer of the device.

