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USE WITH 2006 STANDARDS.

Add to SSP 20‑800.

Include a detail on the plans.

SPRINKLER (TYPE D)

Type D sprinklers shall be plastic, nonadjustable, pressure compensating emitters with automatic flushing action.  Emitter shall be regulated by dual silicone diaphragms.  Emitters shall have the flow rate and operating pressure range shown on the plans.
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Emitters shall be installed as shown on the plans and in conformance with the manufacturer's written instructions.  Two copies of the written instructions shall be furnished to the Engineer prior to installation.
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Emitters shall be equipped with a single barb which shall be inserted into a shrub nut.  Shrub nuts shall be installed on a threaded polyvinyl chloride (PVC) riser as shown on the plans.
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Flexible tubing for the emitters shall be virgin polyethylene plastic containing 2 percent to 3 percent carbon black.  The size of the tubing shall be as recommended by the manufacturer of the emitter.
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Discharge ends of tubing shall be held in place, within the basin and approximately 2 inches above grade, by plastic or metal stakes.  Stakes shall be as recommended by the manufacturer of the emitter.

