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USE WITH 2006 STANDARDS.

Add to SSP 20‑600.

Include a detail on the plans.

1.  Edit for components as required.

FILTER ASSEMBLY UNIT

A filter assembly unit shall consist of a filter housing, a reusable filter cartridge, a ball valve, fittings, pipe, and valve box as shown on the plans.

2

Filter assembly units shall withstand a cold water working pressure of 150 psi.

3

Pressure loss through the filter assembly units shall not exceed the following:

FILTER ELEMENT SIZE

(inches)
MAX FLOW RATE

(GPM)
PRESSURE LOSS AT MAX FLOW

(psi)













4

Filter housings shall be manufactured of reinforced polypropylene plastic.

5*.  Use and edit as required when stainless steel filter cartridges are required.

Filter cartridges shall be reusable stainless steel and shall be capable of __ size mesh filtration.

6.  Use when stainless steel filter cartridges are NOT required.

Filter cartridges shall be threaded plastic rings attached to one another to produce a reusable cylindrical form filter.  Filters shall be capable of 140‑mesh size mesh filtration.

7

Ball valves in filter assembly units shall be polyvinyl chloride (PVC).  The ball seats shall be high molecular weight‑high density polyethylene.

