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USE WITH 2006 STANDARDS.

Use when applicable.

10‑3.__  CONDUCTORS, CABLES, AND WIRING

1.  Edit if either type is NOT allowed.

Splices shall be insulated by "Method B" or, at the Contractor's option, splices of conductors shall be insulated with heat‑shrink tubing of the appropriate size after thoroughly painting the spliced conductors with electrical insulating coating.

2.  Use in all Electrical projects.  Do not edit.

Conductors shall be wrapped around projecting end of conduit in pull boxes, as shown on the plans.  Cables shall be secured to the projecting end of conduit in pull boxes to prevent pulling of cables without removing the securing device.

3.  Edit for cable type.  Delete if not applicable.

Signal Interconnect Cable (SIC) shall be the      3‑pair      6-pair      type.

