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Section 19-3.03E(3). Use for soldier pile retaining walls with ground anchors if the height for the compacted backfill is other than 5 feet. Verify with designer. Insert backfill height. Height must be adequate to allow anchor testing. Ensure limits of earthwork are shown. District provides cross-sections, and OSD must concur with District.

Replace the 1st sentence of the 3rd paragraph of section 19-3.03E(3) with:
Place and compact backfill behind the lagging to at least ___ feet above the level of the ground anchors before drilling for the anchors.
