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Section 20-2.01A(4)(b). Use if method B pressure testing is required.

Replace the 3rd paragraph of section 20-2.01A(4)(b)(i) with:
[bookmark: _GoBack]Perform pressure testing using Method B to test supply lines (1) located on the discharge side of the valve, (2) installed by trenching and backfilling, or (3) completely visible after installation.
