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 Note:  Include mass of discharge or inlet pipes in pumping plant metal work when unsuitable for separate pay item.  Compare with limits on plans.  Add specifications for special hardware, special paint, and other items not covered in Section 75‑1.04 of the Standard Specifications.

10‑1.__  PUMPING PLANT METAL WORK

Pumping plant metal work shall conform to the provisions in Section 75, "Miscellaneous Metal," of the Standard Specifications and these special provisions.

2.  Use when a padlock hasp is NOT detailed on the plans.

The Contractor shall provide one heavy duty galvanized steel safety padlock hasp assembly with vertical staple of 3‑mm diameter rod, minimum; and a slotted leaf at least 150 mm in length, securely attached to door and frame.

