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Use when applicable.

10‑3.__  PHOTOELECTRIC CONTROLS

Contactors shall be the mechanical armature type.

2.  Use for early turn-on for a separate sign circuit.

Photoelectric units for illuminated signs shall have a "turn-on" level of between 215 lux and 323 lux (corresponds to a switching level of approximately 430 lux to 646 lux measured in the horizontal plane).  "Turn-off" level shall not exceed 3 times the "turn-on" level.

